
From: nh10@comcast.net
To: Cindy Walden
Subject: Re: NOTICE OF PROPOSED RULEMAKING OIR-B1-1802 UNIFORM MITIGATION VERIFICATION INSPECTION

FORM
Date: Sunday, June 12, 2011 11:59:12 AM
Attachments: 1802 REVISIONS FSC APROVED 11.9.10 DRAFT.doc

I can not make the June 20th meeting so I have written a brief explanation at the end of
page 6, why I would like to see the changes I am suggesting.
Thank you for the opportunity allowing me participation in this process. Please feel free to
contact me direct if I may be of assistance.
Please see attachment.

Nick Hernandez
Building Inspections Team Enterprise, Corp. 
B.I.T.E. 
1421 SW 107 Avenue #205 
Miami, Florida 33174-2509 

www.bldginspections.com  

786 282-4421  

The information contained in this transmission may contain confidential information. It is
intended only for the use of the person(s) named above. If you are not the intended recipient,
you are hereby notified that any review, dissemination, distribution or duplication of this
communication is strictly prohibited. If you are not the intended recipient, please contact the
sender by reply email and destroy all copies of the original message. 

----- Original Message -----
From: "Cindy Walden" <cindy.walden@floir.com>
To: nh10@comcast.net
Sent: Tuesday, June 7, 2011 8:23:46 AM
Subject: RE: NOTICE OF PROPOSED RULEMAKING OIR-B1-1802 UNIFORM
MITIGATION VERIFICATION INSPECTION FORM

Thank you for the suggestion and comments. The rule hearing is open for public comments –
before, during, or after. I am compiling the information we receive via email for further review and
consideration and will share your revisions with our Management/Legal team for discussion.
 
Cindy Walden
Government Analyst I

mailto:nh10@comcast.net
mailto:cindy.walden@floir.com
http://www.bldginspections.com/

Uniform Mitigation Verification Inspection Form 


Maintain a copy of this form with the insurance policy



		Inspection Date: 





		Owner Information



		Owner Name:

		Contact Person:



		Address:

		Home Phone:



		City:

		Zip:

		Work Phone:



		County:

		

		Cell Phone:



		Insurance Company:

		Policy #:



		Year of Home:

		# of Stories: 

		Email:





1. Building Code:  What building code was used to design and build the structure?

· A. 1994 South Florida Building Code (building permit application date of 9/1/1994 or later in Miami-Dade and Broward Counties (also known as the High Velocity Hurricane Zone (HVHZ)).

· B.  Building code prior to the 1994 South Florida Building Code (building permit application date of 8/31/1994 or earlier     in Miami-Dade and Broward Counties (HVHZ).

· C. 2001 Florida Building Code (building permit application date of 3/1/2002 or later outside the HVHZ).

· D.  Building code prior to the 2001 Florida Building Code (building permit application date of 2/28/2002 or earlier outside the HVHZ).

· E.  Unknown or undetermined.

2. Predominant Roof Covering:

Authority Having Jurisdiction (AHJ) _________________ Permit Number_____________Permit Application Date:  __________ or Date of Installation: __________________________ Final Inspection Approval Date____________________

· A. At a minimum meets the 2001 Florida Building Code or the 1994 South Florida Building Code and has a Miami-Dade NOA or FBC 2001 Product Approval listing demonstrating compliance with ASTM D 3161 (enhanced for 110MPH) OR ASTM D 7158 (F, G or H), OR FBC TAS 100-95 and TAS 107-95, OR FMRC 4470 and/or 4471 (for metal roofs). 

· Tile

· Shingles

· Metal

· Other____________________

· B.  Does not meet the above minimum requirements.

· C.  Unknown or undetermined. 

NOTE:  At least one photo documenting the existence of each visible and accessible construction or mitigation attribute marked in Sections 3 through 9 Sections 4, 5, and 9 must accompany this form. Additionally, photographs of the front, sides, and rear elevations of the building are required.

3. Roof Deck Attachment: What is the weakest form of roof deck attachment?

· A.  Plywood/Oriented strand board (OSB) roof sheathing attached to the roof truss/rafter (spaced a maximum of 24” o.c.) by staples or 6d nails spaced at 6” along the edge and 12” in the field. -OR- Batten decking supporting wood shakes or wood shingles.-OR- Any system of screws, nails, adhesives, other deck fastening system or truss/rafter spacing that has an equivalent mean uplift resistance of 55 psf.

· B.  Plywood/OSB roof sheathing with a minimum thickness of 7/16” attached to the roof truss/rafter (spaced a maximum of 24” o.c.) by 8d common nails spaced 6” along the edge and 12” in the field.-OR- Any system of screws, nails, adhesives, other deck fastening system or truss/rafter spacing that has an equivalent mean uplift resistance of 103 psf.


· C.  Plywood/OSB roof sheathing with a minimum thickness of 7/16” attached to the roof truss/rafter (spaced a maximum of 24” o.c.) by 8d common nails spaced 6” along the edge and 6” in the field. -OR- Dimensional lumber/Tongue & Groove decking with a minimum of 2 nails per board. -OR- Any system of screws, nails, adhesives, other deck fastening system or truss/rafter spacing that has an equivalent mean uplift resistance of 182 psf.


· D.  Reinforced Concrete Roof Deck.


· E.  Other: __________________________________

· F.  Unknown or unidentified.

· G.    No attic access.

4. Roof to Wall Attachment: What is the weakest roof to wall connection? Photographs required.

· A.  Toe Nails
Rafter/truss anchored to top plate of wall using nails driven at an angle through the rafter/truss and attached


to the top plate of the wall.

· B.  Clips

 Metal attachments on every rafter/truss that are nailed to one side (or both sides in the case of a diamond

  type clip) of the rafter/truss and attached to the top plate of the wall frame or embedded in the bond beam.

· B. Attached approved metal connector (i.e. trust hangers, straps, hurricane clips, etc.)

· C.  Single Wraps
 Metal Straps must be secured to every rafter/truss with a minimum of 3 nails, wrapping over and securing

 to the opposite side of the rafter/truss with a minimum of 1 nail. The Strap must be attached to the top plate


 of the wall frame or embedded in the bond beam in at least one place.

· D.  Double Wraps Both Metal Straps must be secured to every rafter/truss with a minimum of 3 nails, wrapping over


 and securing to the opposite side of the rafter/truss with a minimum of 1 nail. Each Strap must be attached

 to the top plate of the wall frame or embedded in the bond beam in at least one place.

· C.  Structural
Anchor bolts structurally connected or reinforced concrete roof.

· D.  Other:  ______________________________________

· E.  Unknown or Unidentified 

· F.    No attic access

5. Roof Geometry: What is the roof shape(s)? (Porches or carports that are attached only to the fascia or wall of the host structure and not structurally connected to the main roof system are not considered in the roof geometry determination.) Photographs required.

· A.  Hip Roof 

Hip roof with no other roof shapes greater than 10% of the total building perimeter.50% of major                                     wall length.

· B.  Non-Hip Roof 
Any other roof shape or combination of roof shapes including hip, gable, gambrel, mansard and

other roof shapes not including flat roofs.


· C.  Flat Roof 

Flat roof shape greater than 100 square feet or 10% of the entire roof, whichever is greater.

6. Gable End Bracing: For roof structures that contain gables, please check the weakest that apply:

· A.  Gable End(s) are braced at a minimum in accordance with the 2001 Florida Building Code.

· B.  Does not meet the above minimum requirements.

· C.   Not applicable, unknown or unidentified.
 


7. Wall Construction Type: Check all wall construction types for exterior walls of the structure and percentages for each:

· A.  Wood Frame


_________%



· B.  Un-Reinforced Masonry
_________%

· B.  Reinforced Masonry

_________%



· D.  Poured Concrete

_________%

· C.  Other: __________________  
_________%

8. Secondary Water Resistance (SWR): (standard underlayments or hot mopped felts are not SWR)

· A.  SWR
Self adhering polymer modified bitumen roofing underlayment applied directly to the sheathing or foam


adhesive SWR barrier (not foamed on insulation) applied as a secondary means to protect the dwelling


from water intrusion. 

· B.  No SWR 


· C.  Unknown or undetermined.

9. Opening Protection: What is the weakest form of wind borne debris protection installed on the structure?  (Exterior openings include, but are not limited to: windows, doors, garage doors, skylights, etc. Product approval may be required for opening protection devices without proper rating identification.) 

· A.  All Exterior Openings (Glazed and Unglazed) All exterior openings are fully protected at a minimum with impact resistant coverings, impact resistant doors and/or impact resistant window units that are listed as wind borne debris protection devices in the product approval system of the State of Florida or Miami-Dade County and meet the requirements of one of the following for “Cyclic Pressure and Large Missile Impact”. For the HVHZ, systems must have either a Miami-Dade NOA or FBC Approval marked “For Use in the HVHZ”.

· Miami-Dade County Notice of Acceptance (NOA) 201, 202 and 203. (Large Missile - 9 lb.)

· Florida Building Code Testing Application Standard (TAS) 201, 202 and 203. (Large Missile – 9 lb.)

· American Society for Testing and Materials (ASTM) E 1886 and ASTM E 1996. (Large Missile – 9 lb.)

· Southern Standards Technical Document (SSTD) 12. (Large Missile – 9 lb.)

· For Skylights Only: ASTM E 1886/E 1996. (Large Missile - 4.5 lb.)


· For Garage Doors Only: ANSI/DASMA 115.  (Large Missile – 9 lb.)


· B.  All exterior openings are fully protected at a minimum with impact resistant coverings, impact resistant doors and/or impact resistant window units that are listed as windborne debris protection devices in the product approval system of the State of Florida or Miami-Dade County and meet the requirements of one of the following for “Cyclic Pressure and Large Missile Impact”: 

· ASTM E 1886 and ASTM E 1996. (Large Missile – 4.5 lb.)


· SSTD 12. (Large Missile – 4 lb. to 8 lb.)


· For Skylights Only: ASTM E 1886/E 1996. (Large Missile - 2 to 4.5 lb.)

· C.  All exterior openings are fully protected at a minimum with impact resistant coverings, impact resistant doors and/or impact resistant window units that are listed as windborne debris protection devices in the product approval system of the State of Florida or Miami-Dade County and meet the requirements of one of the following for “Cyclic Pressure and Small Missile Impact”:

· Miami-Dade County NOA 201, 202 and 203. (Small Missile – 2grams)


· Florida Building Code TAS 201, 202 and 203. (Small Missile – 2 grams)


· ASTM E 1886 and ASTM E 1996. (Small Missile – 2 grams)


· SSTD 12. (Small Missile – 2 grams)


· D.  All exterior openings are fully protected with windborne debris protection devices that cannot be identified as Miami-Dade or Florida Building Code (FBC) product approved. This does not include plywood/OSB or plywood alternatives (see Answer “H”).

All Glazed Exterior Openings


· E.  All glazed exterior openings are fully protected at a minimum with impact resistant coverings and/or impact resistant window units that meet the requirements of one of the standards listed in Answer “A” of this question. (Large Missile – 9 lb.)

· F.  All glazed exterior openings are fully protected at a minimum with impact resistant coverings and/or impact resistant window units that meet the requirements of one of the standards listed in Answer “B” of this question. (Large Missile – 2 lb. - 8 lb.)

· G.  All glazed exterior openings are fully protected at a minimum with impact resistant coverings and/or impact resistant window units that meet the requirements of one of the standards listed in Answer “C” of this question. (Small Missile – 2 grams)

· H.  All glazed exterior openings are covered with plywood/OSB meeting the requirements of Section 1609 and Table 1609.1.4 of the 2004 FBC (with 2006 supplements).

· I.  All glazed exterior openings are fully protected with wind-borne debris protection devices that cannot be identified as        Miami-Dade or FBC product approved. This does not include plywood/OSB or other plywood alternatives that do not meet Answer H (see Answer “K”). 


 None or Some Glazed Openings

· J.  At least one glazed exterior opening does not have wind-borne debris protection.

· K.  No glazed exterior openings have wind-borne debris protection. This includes plywood/OSB or plywood alternative systems that do not meet Answer “H”.

· L.  Unknown or undetermined.

9. Opening Protection: What is the weakest form of wind borne debris protection installed on the structure? (Exterior openings include, but are not limited to: windows, doors, garage doors, skylights, etc. Product approval may be required for opening protection devices without proper rating identification)   Photographs required.

· A.

All exterior openings are fully protected at a minimum with impact resistant coverings, impact resistant doors and/or impact resistant glazing that meet the requirements of one of the following for “Large Missile Impact”:


· Miami-Dade County PA 201, 202, and 203


· Florida Building Code TAS 201, 202, and 203


· ASTME 1886 and ASTME 1996 (Missile Level C – 9 lb)


· B.

All exterior openings are fully protected at a minimum with impact resistant coverings, impact resistant doors and/or impact resistant glazing that meets the requirements for “Small Missile Impact”.

· C.

Only glazed openings are covered with; impact resistant coverings/products –OR- shutter protection devices manufactured before 1994 that cannot be identified as Miami/Dade or FBC product approved. –OR- Plywood/OSB meeting the requirements of Section 1609 and Table 1609.1.4 of the 2004 FBC (2006 supplement).


· None

One or more glazed exterior openings are not covered with wind borne debris protection. This rating also applies to after-market window films.


		Mitigation inspections must be CERTIFIED by a QUALIFIED INSPECTOR. 
Section 627.711(2), Florida Statutes, provides a listing of individuals who may sign this form. 



		Qualified Inspector Name:

		License Type:

		License or Certificate #:



		Inspection Company:

		Phone:





Qualified Inspector – I hold an active license as a: (check one)   

· Home inspector licensed under Section 468.8314, Florida Statutes who has completed at least 3 hours of hurricane mitigation training and completion of a proficiency exam.

· Building Code Administrator licensed under 468.607, Florida Statutes.

· Building code inspector certified under Section 468.607, Florida Statutes. 


· General, building or residential contractor licensed under Section 489.111, Florida Statutes. 


· Professional structural engineer licensed under Section 471.015, Florida Statutes. 

· Professional architect licensed under Section 481.213, Florida Statutes.  

· Any other individual or entity recognized by the insurer as possessing the necessary qualifications to properly complete a uniform mitigation verification form pursuant to Section 627.711(2), Florida Statutes.


Individuals other than licensed contractors licensed under Section 489.111, Florida Statutes, or professional structural engineer licensed under Section 471.015, Florida Statues, must inspect the structures personally and not through employees or other persons. Licensees under s.471.015 or s.489.111 may authorize a direct employee who possesses the requisite skill, knowledge, and experience to conduct a mitigation verification inspection.

I, __________________________ am a qualified inspector and I personally performed the inspection or (licensed 




   (print name)

contractors and professional engineers only) I had my employee (_____________________) perform the inspection










        (print name of inspector)


 and I agree to be responsible for his/her work.


Qualified Inspector Signature: ___________________________________ Date: ______________________

An individual or entity who knowingly or through gross negligence provides a false or fraudulent mitigation verification form is subject to investigation by the Florida Division of Insurance Fraud and may be subject to administrative action by the appropriate licensing agency or to criminal prosecution. (Section 627.711(4)-(7), Florida Statutes) The Qualified Inspector who certifies this form shall be directly liable for the acts of employees as if the authorized mitigation inspector personally performed the inspection. 

Homeowner to complete: I certify that the named Qualified Inspector or his or her employee did perform an inspection of the residence identified on this form and that proof of identification was provided to me or my Authorized Representative. 

Signature: ___________________________________ Date: __________________________

An individual or entity who knowingly provides or utters a false or fraudulent mitigation verification form with the intent to obtain or receive a discount on an insurance premium to which the individual or entity is not entitled commits a misdemeanor of the first degree. (Section 627.711(7), Florida Statutes)

The definitions on this form are for inspection purposes only and cannot be used to certify any product or construction feature as offering protection from hurricanes. 

Explanation of desired changes:


Question 2; by adding the AHJ, permit number, application date and final inspection date, all the underwriters’ needed info can be verified.  By striking the NOA and testing standards it eliminates the redundancy and lessens the chance of mistakes. These items were verified based on the AHJ submittal at time of permitting. Adding the type of roof covering would help the insurer determine coverage.


Requesting photos for 4, 5 and 9 are adequate to show proper documentation. The others are either impossible (i.e. q # 8) or the vehicle used (metal detector) is inaccurate at best. The metal detector will detect any metal and can not delineate from a wedding ring, a camera, a stable, etc…. 


Question 4; not all woods or attachment devices have been tested (truss hangers, ¼” straps etc..). So should someone be penalized by buying a house that the metal attachment was approved under the code at time of building, but now does not meet the chosen method and may be stronger than those which have been tested? 


Question 5; a flat roof should be 100% flat.


Question 7; the walls of a home is either masonry or wood frame. Answer Other, could be coral rock as in Coral Gables built with no rebar and have endured more than 80 years in the HVHZ.

Question 8; eliminate totally, as many will debate this could cause problems. If the water can not escape during a minor leak it could cause rotting an/or mold. In my opinion, the tape will not hold if the hurricane/tornado has torn the roof covering off.


Question 9; revise back to the OIR-B1-1802 (Rev 07/07). This form was fine it just needed more pictures for documentation.


Removing the section that allows certain professions to sign for whoever they want with no needed training. This means a contractor can go to the building supply store’s parking lot, load people in the back of their trucks and put them to work. Many contractors are not qualified to be mitigation inspecting contractors, as they call me trying to figure out the 1802 form. 


In an effort to bring continuity for the State of Fl, this form needs to be field verifiable and simple research with building departments. Thank you for continually seeking improvement. 

Inspectors Initials _____ Property Address_____________________________________________________________


*This verification form is valid up to five (5) years provided no material changes have been made to the structure.


OIR-B1-1802 (Rev. 02/10) Adopted by Rule 69O-170.0155
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Inspectors Initials _____  Property Address_____________________________________________________________

*This verification form is valid up to five (5) years provided no material changes have been made to the structure.


OIR-B1-1802 (Rev. 02/10) Adopted by Rule 69O-170.0155
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Office of Insurance Regulation
Property & Casualty Product Review
(850) 413-2616 (Phone)
(850) 922-3865 (Fax)
Cindy.Walden@floir.com
 

From: nh10@comcast.net [mailto:nh10@comcast.net] 
Sent: Tuesday, June 07, 2011 6:08 AM
To: Cindy Walden
Subject: Re: NOTICE OF PROPOSED RULEMAKING OIR-B1-1802 UNIFORM MITIGATION
VERIFICATION INSPECTION FORM
 
Please see attachment which are my suggestions that would help bring continuity through
simplification and field verification. Do I need to attend and speak on these changes? If so,
do I need to bring this in a PowerPoint presentation?

Nick Hernandez
Building Inspections Team Enterprise, Corp. 
B.I.T.E. 
1421 SW 107 Avenue #205 
Miami, Florida 33174-2509 

www.bldginspections.com  

786 282-4421  

The information contained in this transmission may contain confidential information. It is
intended only for the use of the person(s) named above. If you are not the intended
recipient, you are hereby notified that any review, dissemination, distribution or duplication
of this communication is strictly prohibited. If you are not the intended recipient, please
contact the sender by reply email and destroy all copies of the original message.

Image removed by sender.

----- Original Message -----
From: "Cindy Walden" <cindy.walden@floir.com>
Sent: Monday, June 6, 2011 9:05:00 AM
Subject: FW:  NOTICE OF PROPOSED RULEMAKING OIR-B1-1802 UNIFORM
MITIGATION VERIFICATION INSPECTION FORM

Attached is a copy of the 1802 Form which was approved for publication and the rule hearing last
fall. Recommendations may be made to this form as well if you would like.
 
Cindy Walden

mailto:Cindy.Walden@floir.com
http://www.bldginspections.com/


Government Analyst I
Office of Insurance Regulation
Property & Casualty Product Review
(850) 413-2616 (Phone)
(850) 922-3865 (Fax)
Cindy.Walden@floir.com
 

From: Cindy Walden 
Sent: Monday, June 06, 2011 8:41 AM
Subject: FW: NOTICE OF PROPOSED RULEMAKING OIR-B1-1802 UNIFORM MITIGATION
VERIFICATION INSPECTION FORM
 

Please find attached another copy of the DRAFT 1802 forms that will be discussed at the June 20th

hearing. We have had some new additions to the Interested Parties List and wanted to be sure
everyone had the draft copies as well as a copy of the Notice of Proposed Rule Making. If you would,
please make any changes that you feel are applicable to the respective forms and be prepared to
discuss at the hearing.
 
Thank you,
 
Cindy Walden
Government Analyst I
Office of Insurance Regulation
Property & Casualty Product Review
(850) 413-2616 (Phone)
(850) 922-3865 (Fax)
Cindy.Walden@floir.com
 

From: Cindy Walden 
Sent: Thursday, May 26, 2011 12:52 PM
Subject: NOTICE OF PROPOSED RULEMAKING OIR-B1-1802 UNIFORM MITIGATION VERIFICATION
INSPECTION FORM
 
Attached is a copy of the Notice of Proposed Rule Development regarding 69O-170.0155 that was
submitted for publication and will appear in the FAW on May 27, 2011.  A copy of the
form/documents will be forthcoming.
 
DATE and TIME :  June 20, 2011 commencing at 9:30 a.m.
 
PLACE :   Room 116, Larson Building, 200 East Gaines Street, Tallahassee, FL
 
 
 
Cindy Walden
Government Analyst I
Office of Insurance Regulation
Property & Casualty Product Review
(850) 413-2616 (Phone)
(850) 922-3865 (Fax)
Cindy.Walden@floir.com
 

mailto:Cindy.Walden@floir.com
mailto:Cindy.Walden@floir.com
mailto:Cindy.Walden@floir.com

